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w  QUALITY ASSURANCE NOTIFICATION

e
3 Equipment or Protective Systems or Components Intended for use
in Potentially Explosive Atmospheres
Directive 94/9/EC

Physical Technical Testing Institute

(3) Notification number
FTZU 02 ATEX Q 030

(4) Group of products: The fuel dispensers for filling stations and garniture, Type of Protection-
Flameproof enclosures ,,d“ Increased safety ,,e“ Encapsulation ,,m*

(5) Applicant: TATSUNO-BENC EUROPE a.s., Prazska 68, CZ-678 01 Blansko
(6) Manufacturer: TATSUNO-BENC EUROPE a.s., Prazska 68, CZ-678 01 Blansko

(7) The Physical Technical Testing Institute, notified body number 1026 for Annexes IV and VIl in
accordance with Article 9 of the Council Directive 94/9/EC of 23 March 1994, notifies to the
applicant that the actual manufacturer has a quality system which complies with Annex IV of the
Directive.

(8) This notification is based upon Audit Report No.FTZU 02/ATEX/030 issued the 24th July 2002,

This notification can be withdrawn if the manufacturer no longer satisfies the requirements of
Annex V.

Results of periodical re-assessment of the quality system are part of this notification.

(9) This notification is valid until 31. July 2005 and can be withdrawn if manufacturer does not satisfy
the quality assurance re-assessment.

(10) According to Article 10(1) of the Directive 94/9/EC the CE marking shall be followed by the
identification number 1026 identifying the FTZU as notified body involved in the production control
stage.

Responsible pgl%"ﬁ? Date of issue: 28 of July, 2002

Dipl. Ing. Jaroslav Sindler \
Head of Certification Body )
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