@z& Physical Technical Testing Institute
@ Ostrava-Radvanice

() Supplement No. 3 to
EC-Type Examination Certificate

(2) Equipment or Protective Systems Intended for use
in Potentially Explosive Atmospheres
Directive 94/9/EC

(3) EC-Type Examination Certificate Number:

FTZU 03 ATEX 0025

(4) Equipment: LPG dispensers, type series SHARK BMP5xx.S/LPG, SHARK BMP2xxx.S/LPG

(5) Manufacturer: TATSUNO EUROPE a.s.

(6) Address: Prazska 2325/68, 678 01 Blansko, Czech Republic

(7) This supplement of certificate is valid for: - change of company name.
(8) Modification of certified apparatus (protective system) and any of its approved variants are
specified in documentation, a list of which is mentioned in schedule of this certificate.

(9) This supplement to type examination certificate is valid only for type examination of design and
construction of .product sample in accordance with Annex 3 Paragraph 6) of Directive No.
94/9/EC. The Directive contains other requirements which manufacturer shall fulfil before products
are placed on the market or introduce in service.

(10) Safety requirements of modified parts were fulfilled by satisfying the following standards:

EN 14678-1:2006

(11) Marking of equipment shall contain symbols:

E 112G A T3

(12) This type examination certificate is valid till: ~ 31.05.2013
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Responsible persén—, Date of issue: 09.03.204 1 >

Dipl. Ing. Sindler Jaroslav—

Y

Number of pages: 2 \

Head of certification body B Page:’;'1'/2

This supplement to certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This supplement to certificate may only be reproduced in its entirety and without any change, schedule included.
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@% Physical Technical Testing Institute

@ Ostrava-Radvanice
(13) Schedule
(14) Supplement No. 3 to

EC-Type Examination Certificate N° FTZU 03 ATEX 0025

(15) Description of Equipment:
Company name was changed from TATSUNO-BENC EUROPE a.s. to TATSUNO EUROPE a.s.

No construction modification was carried out on the equipment.

(16) Report No. :  03/0025/3 dated 09.03.2011

(17) Special conditions for safe use: None

(18) Essential Health and Safety Requirements: Remain unchanged.

(19) LIST OF DOCUMENTATION
» Label No 3-411-2228 dated 30.12.2010

Responsible person: Date of issue: 09.03.2011

Dipl. Ing. Sindler Jaroslav ¥ " A02 Number of pages: 2

Head of certification body Page: 2/2

This supplement to certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This supplement to certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, Pikartska 7, 716 07 Ostrava Radvanice, tel +420 595 223 111, fax +420 596 232 672, e-mail: ftzu@ftzu.cz



60

L6

215

i

%

EUFWDPE
TATSUNO E{IROPE as.

pokd 232
E?z?owlﬁgko ( € I M11

1383

min.5 mm !t

LPG DISPENSER
l LPG DISPENSER
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Type | SHARK BMP 2012.SIDILPG |

EC type ceritficate | TCM 141/07 - 4493 |
Ex approval No. [FTZ0 03 ATEX 0025 |
Serial No. / Year| 12345/ 11 |

Liquid temp.range|-20°C /+50°C |
Ambient temp.range[-20°C / +50°C |

Accuracy/Mech./Elmag.class [1.0 M1 E1

LPG pmax/pmin=1.8/0.7 MPa
MMQ=5L Qmax/Qmin=50/5 L/min

¢ [230v

lj 50Hz
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